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SECTION 16475 SECTION 16475 SECTION 16475 SECTION 16475 ---- FUSES FUSES FUSES FUSES    

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and 
Supplementary Conditions and Division 1 Specification Sections, apply to this 
Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Fuses. 

1.3 SUBMITTALS 

A. General:  Submit each item in this Article according to the Conditions of the 
Contract and Division 1 Specification Sections. 

B. Product Data for each fuse type specified. 

C. Field test reports indicating and interpreting test results. 

D. Maintenance data for tripping devices to include in the operation and 
maintenance manual specified in Division 1. 

1.4 QUALITY ASSURANCE 

A. Source Limitations:  Obtain fuses from one source and by a single 
manufacturer. 
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B. Comply with NFPA 70 for components and installation. 

C. Listing and Labeling:  Provide fuses specified in this Section that are listed and 
labeled. 

1. The Terms "Listed" and "Labeled":  As defined in the National Electrical 
Code, Article 100. 

2. Listing and Labeling Agency Qualifications:  A "Nationally Recognized 
Testing Laboratory" (NRTL) as defined in OSHA Regulation 1910.7. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. Available Manufacturers:  Subject to compliance with requirements, 
manufacturers offering fuses that may be incorporated into the Work include, 
but are not limited to, the following: 

1. Cooper Industries, Inc.; Bussmann Div. 
2. Eagle Electric Mfg. Co., Inc. 
3. Ferraz Corp. 
4. General Electric Co.; Wiring Devices Div. 
5. Gould Shawmut. 
6. Tracor, Inc.; Littelfuse, Inc. Subsidiary. 

2.2 CARTRIDGE FUSES 

A. Characteristics:  NEMA FU 1, nonrenewable cartridge fuse; class as specified or 
indicated; current rating as indicated; voltage rating consistent with circuit 
voltage. 

PART 3 - EXECUTION 
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3.1 EXAMINATION 

A. Examine utilization equipment nameplates and installation instructions to 
verify proper fuse locations, sizes, and characteristics. 

B. Do not proceed with installation until unsatisfactory conditions have been 
corrected. 

3.2 INSTALLATION 

A. Install fuses in fusible devices as indicated.  Arrange fuses so fuse ratings are 
readable without removing fuse. 

3.3 IDENTIFICATION 

A. Install typewritten labels on inside door of each fused switch to indicate fuse 
replacement information. 

END OF SECTION 16475 


